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BOOSTER Loss Monitor Checkout 
 
 
1. Booster Loss monitor system checkout. 
 

[1] Start ‘BoosterLossMonitor’.   ______ 
 

[2] Verify gain control.                 ______ 
 

[3] Verify read time control.          ______ 
 

[4] Status shows NORMAL.          ______ 
 
 
Comments/date/time_____________________________________________________________
______________________________________________________________________________ 
 
Operations Coordinator (OC) Signature ___________________ Date:  ____________________ 
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